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1/2" COMPRESSED AIR LINE DOWN FROM AIR COMPRESSOR ON FLOOR ABOVE.

4" PVC CONCENTRIC VENT FROM DOMESTIC WATER HEATER UP IN AREAWAY
THROUGH ROOF. TERMINATE VENT PER MANUFACTURER'S REQUIREMENTS.
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PLUMBING KEYNOTES: ()

(22> COORDINATE LOCATION OF AIR COMPRESSORS WITH ALL EQUIPMENT IN
MECHANICAL ROOM. ROUTE 1" AIR COMPRESSOR INTAKE PIPING THROUGH WALL
OF RECEPTION 105 AND COVER INLET WITH APPROPRIATE GRILLE BY
MANUFACTURER. COORDINATE LOCATION OF INLET WITH CABINETRY AND
FURNITURE IN RECEPTION 105, INSTALL AIR COMPRESSORS AND ALL ASSOCIATED
PIPING PER MANUFACTURER'S RECOMMENDATIONS. SEE DETAIL 13/P1.1/P21.
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